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24 VAC 2-Stage Thermostat 

Note: 2 stage cooling legacy with matched communicating furnace.

ECONET AC 

Notes: 3 Stage cooling, prefered method of wiring.

Econet Thermostat 

RA15AZ 

Outdoor AC

RA15AZ 

Outdoor AC

Existing Furnace or Air Handler 

Notes: Single stage cooling 

LEGACY MODE, SINGLE STAGE AC

24 VAC Single Stage Thermostat 

LEGACY MODE 2-STAGE AC

RA15AZ 

Outdoor AC

(Jumper from Y1 to Y2 only if the airhandler/furnace has Y2)

Least efficient mode.  Unit goes to line voltage with a Y1 call
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